
Haldia SUB DISTRICT LABORATORY 
HALDIA SUB- DIVISION PHE DTE, GOVT. OF WEST BENGAL 

Haldia :: Barada :: PURBA MEDINIPUR 
Pin Code :-721658 

WATER TESTING REPORT 
SI No. 

Ref 
Date of Reporting: 

DAV/HLD/2022/591 Type of Source: 
|23/11/22 

No 
Water 

Treatment Unit 

Sample ID No.: 
Sub Division: Haldia Sub-Division 
Municipality: 
District- Purba Medinipur 
Location/ Owner of the Tube well: 
Sender Name: 
Date of Collection 
Sample Collection By : 

783 
Haldia |Name of the Block : 

Haldia(M) GRN No-192022230167509821 
GRN Date10/11/2022:11:32:45 

DAV PUBLIC SCHOOL 
DAV PUBLIC SCHOOL, HALDIA 

22-11-2022 21-11-2022 Date of Testing: 
Tanmoy Maity 

STANDARD QUALITY AS Per IS:10500: 2017 

Testing Result 
of the Sample 

Expressed 
Parameter 

As Acceptable Permissible Limit in the 
Limit absence of alternate source 

PHYSICAL 
23.9 Temparature 

Turbidity 
Taste 

Odour 

5 
Agreeable 
Agreeable 

1.75 
Agreeable 
Agreeable 

NTU 

Agreeable 
Agreeable 

CHEMICAL 

pR 6.5-8.5 No Relaxation 7,11 
200 600 140 Total Hardness 

Total Dissolved Solid (TOS) m/t. 
Electrical Conductivity (EC)(HS/cm) 

Iron (Fe 
Manganese (Mn)_ 

Chloride 

mg/it. 
s00 2000 516 

874 

mg/it. 0.33 

mgt 
mg/t 

1.0 .15 

0.1 
250 

.> 0.03 
1000 55 

Salinity_ Ppt 
BACTERIOLOGICAL 

MPN of Total Coliform MPN/100m Shall not be detectable in 100 ml sample 

MPN of Feacal ColiformMPN/100rm Shall not be detectable in 100 ml sample 
Remarks: From the above Physical& Chemical result it can be said that the parameters of the water 

sample are present in the permissible limit. Bacteriological Testing result it can be said that the 

sample is bacteria free.Hence, It can be said that, the sample is potable water. 

akal 

51122 

AssistantEngineer 
Analyst Junior Engineer 

Haldia Sub-District Haldia Sub Division; 

Lab.PHE Dte. PHE Dte. Haldia Sub Division; PHE Dte. 



Haldia SUB DISTRICT LABORATORY 
HALDIA SUB- DIVISION PHE DTE, GOVT. OF WEST BENGAL 

Haldia :: Barada :: PURBA MEDINIPUR 
Pin Code:-721658 

WATER TESTING REPORT 
No. Date of Reporting: 

DAV/HLD/2022/591 Type of Source: 
23/11/22 Ref. No 

Water 

Treatment Unit 
Sample 10 No. 
Sub Division: Haldia Sub-Division 
Municipality:-
District:- Purba Medinipur 
Location/Owner of the Tube well: 
Sender Name:-
Date of Collection 
Sample Collection By 

1783 
Name of the Block : Haidia 

|Haldia(M) GRN No-192022230167509821 
GRN Date- 10/11/2022::11:32:45 

DAV PUBLIC SCHOOL 
DAV PUBLIC SCHOOL, HALDIA 

21-11-2022 Date of Testing : 
Tanmoy Maity 

STANDARD QUALITY AS Per 15:10500: 2017 

22-11-2022 

Expressed Testing Result 
of the Sample 

Parameter 
As Acceptable Permissible Limit in the 

Limit absence of alternate source 

PHYSICAL 
Temparature 23.9 

furbidity 
Taste 

Odour 

NTU 1.75 
Agreeabl 
Agreeable 

Agreeable 
Agreeable 

AEreeable 
ABreeable 

CHEMICAL 
pH 

fotal Hardness 
Total Dissolved Solid (TOS) mg/lt 

Electrical Conductivity (EC) uS/ cm)| 
iron Fe 

Manganese (Mn) 

6.5-8.5 No Relaxation 
600 
2000 

200 40 
500 516 

0.3 1.0 .15 

mg/it 0.1 
mg/it. 

0.3 0.03 

Chloride 250 1000 55 

Salinity Ppt 4 

BACTERIOLOGICAL 
MPN Of Total Colitform MPN/100m Shall not be detectable in 100 ml sample 

MPN of Feacal Coliform MPN/10m| Shall not be detectable in 100 ml sample 
Remarks: From the above Physical& Chemical result it can be said that the parameters of the water 

Sample are present in the permissible limit . Bacteriological Testing resut it can be said that the 

sample is bacteria free.Hence, It can be said that, the sample is potable water. 

Assi 2S.|1.22 

AssistantEngineer 
Analyst Junior Engineer 

Haldia Sub-District Haldia Sub Division; 

Lab.PHE Dte. E Dte. Haldia Sub Division; PHE Dte. 
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